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ROOF PLAN NOTES

1. ALL PLUMBING VENTS THROUGH SLOPED METAL ROOF SYSTEM ARE TO BE 
COORDINATED WITH STRUCTURAL AND MECHANICAL DRAWINGS AND CENTERED 
BETWEEN LAPS OF THE STANDING SEAM ROOF PANELS. CUTTING OF STANDING 
SEAM LAPS NOT PERMITTED. REFER TO MECHANICAL DRAWINGS FOR LOCATION.

2. ATTIC SPACE TO BE DIVIDED INTO SMOKE SEPERATED COMPARTMENTS. THE 
AREA OF EACH COMPARTMENT IS NOT TO EXCEES 300 SQM., WITH A MAXIMUM 
CORNER TO CORNER DIMENSION OF NO MORE THAN 20 M. LOCATIONS SHOWN ON 
DRAWINGS ARE FOR REFERENCE ONLY, EXACT LOCATION TO BE COORDINATED ON 
SITE.
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ROOF PLAN1

NOTE: ONLY KEYNOTES APPEARING ON SHEET ARE LISTED

DRAWING KEYNOTE LEGEND

2.10 LINE OF PRE-FINISHED METAL SNOW GUARD BY
ROOF PANEL SUPPLIER

2.11 150 PRE-FINISHED METAL GUTTER C/W
DOWNSPOUTS - REFER TO ELEVATIONS FOR
LOCATION

2.14 VENTED ROOF RIDGE

                     NOTE: ONLY ITEMS APPEARING ON SHEET ARE LISTED

ABBREVIATIONS LIST

EP EPOXY PAINT
IFM INTERIOR FLOOR MARKING
NSF NON-SLIP FLOOR
RSF RESILIENT SHEET FLOOR
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MAIN FLOOR PLAN2


